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ENLARGED ARCHITECTURAL SITE PLAN

BULK OXYGEN STORAGE SYSTEM. PROVIDE FENCE
ENCLOSURE WITH GATE PER DETAIL 14/AS4.1.3. GATE
SHALL BE DOOR TYPE A2A PER AS9.1.1.
FF HARDWARE: LOCK FO7, STAINLESS STEEL HINGES (4)
EACH LEAF, BOLT KEEPER, CANE BOLT, AND PADLOCK,
TYPE AS REQUIRED BY MEDICAL CENTER.

FOR EMERGENCY OXYGEN INLET DETAIL, SEE 30/AE5.3.4.
FOR 02 RISER AND PRV PENETRATION DETAIL SEE
24/AE4.3.4. SEE MECH DWGS FOR ADDL INFO.
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3" DIA GALVANIZED PIPE POST
AT 4-6" OC MAX. PROVIDE
WATER-TIGHT CLOSURE CAP.

1”x 1" GALVANIZED WIRE MESH
AND 2"x 2" FRAME. REFER TO
PLANS AND SPECIFICATIONS FOR
HARDWARE REQUIREMENTS AT
FENCE GATES.
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ASI-027-ASK-02 FENCE ENCLOSURE DETAIL
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